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When customer voltage = 220V: no T1
For other customer voltages: T1 is customer voltage / 220V control transformer

AC Customer voltage V 3Φ

U1 V1 W1

PE

M3
3~
M

X3X3X3

1

2

3

4

5

6

FR1
/2.5

U1 V1 W1

PE

M1
3~
M

X2X2X2

U1 V1 W1

PE

M4
3~
M

X3X3X3

1 3

2 4

5

-T1

1 2

FU1
100

101

PE:1

PE:2 PE:3 PE:4

PE:5

1L1

2T1

KM1
/2.1

3L2

4T2

5L3

6T3

1L1

2T1

KM2
/2.2

3L2

4T2

5L3

6T3

1L1

2T1

KM3
/2.1

3L2

4T2

5L3

6T3

1 2

FU2

1

2

3

4

5

6

FR3
/2.5

1U
1

1V
1

1W
1

2U
1

2V
1

2W
1

3U
1

3V
1

3W
1

2U1 2V1 2W1
3U1 3V1 3W1

102 /
2.2
=531B/3.3

103 / 2.3
=531B/3.3

8 / 2.4
=531B/3.5

7/2.4
=531B/3.5

L1

L2

L3

PE

L1

L2

L3

PE



10 76 8 93 42 5

共  

第  

设计

审核

LV WEI 2020/7/2

 2  张

 2  张

3F -08010010

HC -10ACI=531B

+

14

Frozen pump

GW122B

①
No.

②
No.

22
0V

 L

22
0V

 N

Compressors

Buzzer

COM1

R
S
T

AI1

COM

Water level

Compressor overload

low pressure

High pressure

45 67

Frozen pump

Blower/Cool pump

COM2

Water flow

Cooling overload / freeze protection

CPU

CUR1

CUR2

L2

L1

L2

L1GW531B/

Freeze overload / phase

Remote switch

8

19

Single compressor current wiring
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	A
	-A
	Multi-line
	/2.6
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	-APR
	Multi-line
	/1.6
	11    /1.6
	12    /1.7
	14    /1.7
	L1    /1.6
	L2    /1.6
	L3    /1.6



	B
	-B
	Multi-line
	/2.6



	BZ
	-BZ
	Multi-line
	/2.2
	D01    /2.2



	FR
	-FR1
	Multi-line
	1;2;3;4;5;6    /1.2
	95;96    /2.5


	-FR3
	Multi-line
	1;2;3;4;5;6    /1.4
	95;96    /2.5



	FU
	-FU1
	Multi-line
	1;2    /1.7


	-FU2
	Multi-line
	1;2    /1.7



	HPS
	-HPS1
	Multi-line
	/2.4



	KM
	-KM1
	Multi-line
	A1;A2    /2.1
	1L1;2T1    /1.2
	3L2;4T2    /1.2
	5L3;6T3    /1.2
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	Multi-line
	A1;A2    /2.2
	1L1;2T1    /1.3
	3L2;4T2    /1.4
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	Multi-line
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	-LPS1
	Multi-line
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	Multi-line
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	Multi-line
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	Multi-line
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	Multi-line
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	4    /1.5
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	Multi-line
	1;3;2;4;5    /1.6
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	Multi-line
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	Multi-line
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	Multi-line
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	Multi-line
	=531B/3.4
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	-PT
	Multi-line
	=531B/3.7





	Device tag list
	=+
	=+
	=+
	=+
	=+
	=+:1
	=+:1
	=+:2
	=+:2
	=+:D02
	=+:D02
	=+:D04
	=+:D04
	=+:D05
	=+:D05
	=+:DI1
	=+:DI2
	=+:DI3
	=+:DI3
	=+:DI4
	=+:DI4
	=+:DI5
	=+:DI5
	=+:DI6
	=+:DI6
	=+:DI7
	=+:DI7
	=+:DI8
	=+:DI8
	=+:DI9
	=+:DI10
	=+:DI11
	=+:DI12
	=+:ICOM
	=+:ICOM
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+
	=+-A
	=+-APR
	=+-APR:11
	=+-APR:12
	=+-APR:14
	=+-APR:L1
	=+-APR:L2
	=+-APR:L3
	=+-B
	=+-BZ
	=+-BZ:D01
	=+-FR1:1;2;3;4;5;6
	=+-FR1:95;96
	=+-FR3:1;2;3;4;5;6
	=+-FR3:95;96
	=+-FU1:1;2
	=+-FU2:1;2
	=+-HPS1
	=+-KM1:A1;A2
	=+-KM1:1L1;2T1
	=+-KM1:3L2;4T2
	=+-KM1:5L3;6T3
	=+-KM2:A1;A2
	=+-KM2:1L1;2T1
	=+-KM2:3L2;4T2
	=+-KM2:5L3;6T3
	=+-KM2:D03
	=+-KM3:A1;A2
	=+-KM3:1L1;2T1
	=+-KM3:3L2;4T2
	=+-KM3:5L3;6T3
	=+-LPS1
	=+-M1:U1;V1;W1;PE
	=+-M3:U1;V1;W1;PE
	=+-M4:U1;V1;W1;PE
	=+-PE:1
	=+-PE:2
	=+-PE:3
	=+-PE:4
	=+-PE:5
	=+-PT
	=+-SG
	=+-T1:1;3;2;4;5
	=+-X2
	=+-X2
	=+-X2
	=+-X3
	=+-X3
	=+-X3
	=+-X3
	=+-X3
	=+-X3
	=531B+-BZ
	=531B+-BZ:D01
	=531B+-FR1:95;96
	=531B+-FR3:95;96
	=531B+-HPS1
	=531B+-KM1:A1;A2
	=531B+-KM2:A1;A2
	=531B+-KM2:D03
	=531B+-KM3:A1;A2
	=531B+-LPS1
	=531B+-PT




